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NOT TO SCALE

KEY  MAP

1

GENERAL NOTES:

NOT TO SCALE

TRACK ALIGNMENT NOTES:

LESS IN WEIGHT.

GUARDRAILS WILL BE EQUAL TO THE MAINLINE RAIL TYPE OR

LOCATIONS FOR ADDITIONAL DERAILMENT CONTAINMENT MEASURES.

RESTRAINING RAILS. GUARD RAIL WILL BE INSTALLED AT BRIDGE

ALL MAIN LINE CURVES ARE ABOVE 1000FT AND DO NOT REQUIRE15.

155MPH AND BELOW THE OCS POLES CAN BE LOCATED EVERY 230'.

LOCATED EVERY 246' AND SECTIONS DEDICATED TO SPEEDS OF

TO SPEEDS OF 155MPH AND ABOVE. THE OCS POLES CAN BE

OCS POLE SPACING PER SIEMENS SYSTEM TEAM IS DEDICATED14.

21.35' AND BELOW 155MPH, CALCULATED AT 18.39'. 

BRIDGES (ABOVE TOP OF RAIL) PER SPEEDS ABOVE 155MPH IS

MINIMUM 25KV OCS ELECTRICAL CLEARANCE REQUIREMENTS FOR13.

FEET OR LESS.

FEET OR LESS AND LEAD TRACKS HAVING A RADIUS OF 1,500

RAIL TO BE USED THROUGHOUT EXCEPT FOR RADII OF 2,000

OR HIGH STRENGTH AS APPROPRIATE. STANDARD STRENGTH

THE AREMA MANUAL, CHAPTER 4, PART 2, STANDARD STRENGTH

THE METALLURGY, HARDNESS, AND STRENGTH REQUIREMENTS OF

RAILS, FROG RAILS, AND GUARD RAILS SHALL COMPLY WITH

RUNNING RAIL, RAILS IN TURNOUTS INCLUDING SWITCH POINT12.

PROPOSED LOCATIONS OF THE TRACTION POWER SUB-STATIONS. 

THESE DRAWINGS REFLECT POSSIBLE SITES BASED ON THE

THE TPSS SITES, PARALLELING STATIONS SITES SHOWN ON11.

BERNARDINO COUNTY GIS DATABASE.

RIGHT-OF-WAY (ROW) INTERFACE LINES SHOWN ARE FROM SAN10.

NEXT PHASE.

NOT BEEN INCORPORATED AND WILL BE DETERMINED IN THE

FINAL SPEEDS FOR TRAIN OPERATING CHARACTERISTICS HAVE

SPEEDS RATIOS SHOWN ARE MAX ACHIEVABLE DESIGN SPEED.9.

WILL BE DETERMINED DURING DESIGN.

THE REQUIRED PROTECTION OR RELOCATION OF UTILITIES

CLEARANCES TO OVERHEAD AND UNDERGROUND UTILITIES AND8.

NAD 83 NEVADA STATE PLANE, EAST ZONE (FTUS)

NAD 83 CALIFORNIA STATE PLANE, ZONE V (FTUS)

COORDINATE ZONES HAS BEEN MAINTAINED AS FOLLOWS:

THIS PROJECT SPANS 2 STATES, NAD 83 STATE PLANE7.

GEOIDXXX.

EPOCH OF OBSERVATION 20XX.X, AND THE GEOIDAL MODEL

DATUM OF 1988 (NAVD88), AS REALIZED BY 19XX (20XX),

ELEVATIONS ARE REFERENCED TO THE NORTH AMERICAN VERTICAL6.

BY JACOBS IS USED. 

INFORMATION FROM IMAGERY FLOWN IN 2018 AND SUPPLIED

LIDAR IS UNAVAILABLE, SUPPLEMENTAL TOPOGRAPHICAL

SUPPLIED BY THE MARNELL GROUP.  FOR LOCATIONS WHERE

FROM MULTIPLE SOURCES. LIDAR WAS FLOWN IN 2011 AND

EXISTING GROUND TOPOGRAPHICAL INFORMATION WAS GATHERED5.

LINES UNLESS SHOWN OTHERWISE.

TRACK GEOMETRY AND COORDINATES ARE TO TRACK CENTER4.

AND SPIRALS FOR THE SINGLE/DOUBLE TRACK HSR SYSTEM.

THE TOP OF THE LOWEST RAIL THROUGH HORIZONTAL CURVES

THE PROFILE ON THE PLAN AND PROFILE DRAWINGS REPRESENTS3.

MAINLINE.

REPRESENTS THE CENTERLINE OF THE SB TRACK OF HSR

THE ALIGNMENT ON THE PLAN AND PROFILE DRAWINGS2.

TRANSITION SPIRALS ARE DEFINED IN CLOTHOID DEFINITION.1.
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